
 
 

REQUEST FOR TENDER No. 20-030  
 

 Pump Station Electrical Kiosks (2) – Remove and Replace 
 

Addendum 2 
Issued: May 1, 2020  

 
Closing Date & Time:  on or before 3:00 PM Pacific Time on May 5, 2020 

 
 

Questions & Answers 
 
 
Q1. The kiosk manufacturer is stating they are unable to quote the replacement of the 

existing fans that was added to the material replacement list on Addendum 2, 
because there is no information provided in neither the tender package or the 
Addendum 2 regarding the fan/motor assembly specifications. Is it possible to get 
those specifications? 

 
A1. Please see attached photos of the existing fans. The new fans need to have the 

same specifications and be rated for a Class 1 Div 2 environment.  
 
 
 
End of Addendum 3 
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